NOTE:

SIZE WIDTH OF DE-BONDING TAPE TO PROVIDE
UN-ADHERED AREA MINIMUM 5 TIMES LARGER
THAN THE MAXIMUM ANTICIPATED EXPANSION.
MEMBRANE COVER STRIP MUST EXTEND PAST
DE-BONDING TAPE 2" (50 mm) MIN. ALL SIDES.

COSMETIC CRACKS MAY OCCURIN —

SURFACING OR FINISH LAYERS APPLIED
OVER JOINT. HOLD BACK SURFACING &
FINISH 1/4" (6 mm) MIN. FROM BOTH SIDES
OF DE-BONDING TAPE WHEN POSSIBLE.

Tl ==

ALSAN RS PASTE APPLIED OVER CLOSED
CELL POLYETHYLENE FOAM BACKER ROD
SIZED MINIMUM 1-1/2 X OPENING WIDTH.

DE-BONDING TAPE SIZED TO ACCOMMODATE
MOVEMENT & CENTERED OVER JOINT (TYP.)

6" (150 mm) WIDE MIN. ALSAN RS MEMBRANE
STRIP APPLIED OVER DE-BONDING TAPE &
CENTERED OVER JOINT IN SUBSTRATE (TYP.)

ALSAN RS FIELD MEMBRANE CONTINUOUS
OVER ALSAN RS MEMBRANE STRIP
@ ALL JOINTS IN SUBSTRATE (TYP.)

2" (50 mm) MIN.

(TYP.)

EXPANSION GAP
1/2" (13mm) MAX.

PREPARE, LEVEL & PATCH SUBSTRATE
W/ALSAN RS PASTE OR ALSAN RS MORTAR
AFTER PRIMING & PRIOR TO APPLICATION
OF ALSAN RS MEMBRANE (TYP.)

ALSAN RS PRIMER APPLIED TO
PREPARED SUBSTRATE (TYP.)

ACCEPTABLE SUPPORTED COMPRESSIBLE
FILLER AS REQUIRED.
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